LCWS LCWR
(M)

1" STRAINER
1" GATE VALVE

1" x 1/4” REDUCER

25 — 1/4” 0.D. x 0.03‘—/

WALL COPPER TUBING
(6" MAX. COIL DIAMETER)

NOTE:

1. CONTINUOUS BLEED THROUGH 1/4” TUBING.
2. OCCASIONAL FAST FLUSH THROUGH 1" VALVES.

/ X\ LCW BY-PASS

1" GATE VALVE Y¥——-1" GATE VALVE

SK TYPE 18123

1/4" (1/2 TO 2 GPM)
FLOW INDICATOR
INSTALL VERTICALLY

1/4” COMPRESSION .
FITTING \
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